February 27, 2020

RFQ 60927

ADDENDUM 2

ITEM: Microcomputer Controlled Steam Sterilizer

DEPARTMENT: Kansas State University – Department of Veterinary Health Center

CLOSING DATE: 2/28/2020 at 2 p.m.

CONDITIONS OF ADDENDUM:

The following are for review and consideration:

- See questions and responses on next page

Please send a signed copy of this addendum with your bid response.

Jennifer Trevino
Purchasing Agent II
kspurch@ksu.edu
P: 785-532-6214

I (we) have read and understand this Addendum and agree it is a part of my (our) bid on the above proposal.

NAME OF COMPANY OR FIRM: __________________________________________________________

SIGNED BY: _________________________________________________________________________

TITLE: ______________________________________________________________________________

DATE: ____________________________
Questions:

Q1. Will the units require a steam generator or does the building have steam?

A1. The buildings have steam, so they don't require a steam generator.